
 
 
 
 

CIRCULATING PUMP SERVICE  
 

o Lubricate pump bearings as per manufacturer’s specifications. 
o Lubricate motor bearing as per manufacturer’s specifications. 
o Check motor mounts and vibration pads. 
o Tighten all pump flanges. 
o Visually check pump alignment and coupling. 
o Inspect electrical connections and line-starters. 
o Check isolation valves. 
o Check pressure drop where applicable. 
o Inspect all mechanical seals. 
o Check and record amp draw on motors. 
o Check out complete pump cycle. 
o Make any necessary recommendations. 

 




